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NOTES: 1. ALL WORK TO BE CONSTRUCTED IN ACCORDANCE WITH MMCD PLATINUM EDITION ALL WORK TO BE CONSTRUCTED IN ACCORDANCE WITH MMCD PLATINUM EDITION VOLUME II, AND THE DISTRICT OF LAKE COUNTRY SUBDIVISION AND DEVELOPMENT SERVICING BYLAW NO. 985, 2016 AND AMENDMENTS, AND BC BUILDING CODES 2018. 2. VERIFY LOCATION AND GRADE OF EXISTING UTILITIES PRIOR TO CONSTRUCTION VERIFY LOCATION AND GRADE OF EXISTING UTILITIES PRIOR TO CONSTRUCTION OF PROPOSED STORM, SANITARY AND WATER MAINS. 3. CONTRACTOR TO CALL BC ONE CALL (1-800-474-6886) PRIOR TO CONTRACTOR TO CALL BC ONE CALL (1-800-474-6886) PRIOR TO CONSTRUCTION. 4. MEASURE INFORMATION (LOCATION/ELEVATION) ANY AND ALL UTILITIES MEASURE INFORMATION (LOCATION/ELEVATION) ANY AND ALL UTILITIES ENCOUNTERED DURING CONSTRUCTION AND FORWARD THIS INFORMATION TO CTQ CONSULTANTS LTD. 5. CONNECTION TO EXISTING SANITARY, STORM, AND WATER TO BE COMPLETED CONNECTION TO EXISTING SANITARY, STORM, AND WATER TO BE COMPLETED BY CONTRACTOR CREWS UNDER SUPERVISION OF DISTRICT OF LAKE COUNTRY AT DEVELOPER'S EXPENSE. 6. ENSURE MINIMUM COVER OVER WATERMAIN IS 1.5m. ENSURE MINIMUM COVER OVER WATERMAIN IS 1.5m. 7. ENSURE WATERMAINS HAVE HORIZONTAL SEPARATION, PIPE EDGE TO PIPE ENSURE WATERMAINS HAVE HORIZONTAL SEPARATION, PIPE EDGE TO PIPE , PIPE EDGE TO PIPE EDGE, OF 3.0m FROM STORM AND SANITARY MAINS AND A VERTICAL  OF 3.0m FROM STORM AND SANITARY MAINS AND A VERTICAL  AND A VERTICAL DIFFERENCE, PIPE EDGE TO PIPE EDGE, OF 0.45m AT CROSSINGS. . 8. WRAP WATERMAIN JOINTS WHERE IT IS NOT POSSIBLE TO ACHIEVE 0.45m WRAP WATERMAIN JOINTS WHERE IT IS NOT POSSIBLE TO ACHIEVE 0.45m VERTICAL AND/OR 3.0m HORIZONTAL SEPARATION FROM SANITARY OR STORM MAINS. (USE I.H.A. APPROVED WRAP). 9. ALL LOT SERVICES TO BE EXTENDED 4.0m INSIDE OF PROPERTY LINE UNLESS ALL LOT SERVICES TO BE EXTENDED 4.0m INSIDE OF PROPERTY LINE UNLESS OTHERWISE NOTED. 10. MARK ALL SERVICE STUB LOCATIONS WITH 2x4 POST PAINTED AS PER MMCD; MARK ALL SERVICE STUB LOCATIONS WITH 2x4 POST PAINTED AS PER MMCD; WATER-BLUE, SANITARY-RED, STORM-GREEN. MARK POSTS WITH SERVICE DEPTH. 11. CONNECT ALL SEWER SERVICE WYES AT 45  FROM SPRING LINE AS MMCD DWG. CONNECT ALL SEWER SERVICE WYES AT 45° FROM SPRING LINE AS MMCD DWG.S8. SERVICING NOTES: EXTEND SERVICES TO EACH LOT PLATFORM AND MARK ALL SERVICE STUB LOCATIONS WITH 2x4 POST PAINTED AS PER MMCD; WATER-BLUE, SANITARY-RED, STORM-GREEN. MARK POSTS WITH SERVICE DEPTH. STORM SERVICE TO BE INSTALLED AS PER MMCD DWG. S8. SANITARY SERVICE - INSPECTION CHAMBER TO BE INSTALLED 0.3m OFFSET FROM PROPERTY LINE (WITHIN ROAD RIGHT OF WAY) AS PER DISTRICT OF LAKE COUNTRY DLC S7a. WATER SERVICE - CURB STOP TO BE INSTALLED 0.3m OFFSET FROM PROPERTY LINE (WITHIN ROAD RIGHT OF WAY) AS PER DISTRICT OF LAKE COUNTRY DRAWING DLC W2a. UTILITY INSTALLATION LOCATIONS AND OFFSETS OF EXISTING UTILITIES SHOWN ON THESE PLANS ARE COMPILED FROM THE MOST RECENT INFORMATION AVAILABLE, BUT ARE NOT GUARANTEED TO BE COMPLETE OR ACCURATE AND MUST BE VERIFIED BY THE CONTRACTOR PRIOR TO CONSTRUCTION.  PROPOSED LOCATION OF ALL SHALLOW UTILITY APPURTENANCES ARE SCHEMATIC ONLY, DETAILS MUST BE OBTAINED FROM EACH UTILITY COMPANY. ELECTRICAL ALL CONSTRUCTION TO CONFORM TO BC HYDRO SPECIFICATIONS AND THEIR DRAWINGS.  CONTRACTOR IS RESPONSIBLE FOR OBTAINING CURRENT DRAWINGS. TELEPHONE ALL CONSTRUCTION TO CONFORM TO TELUS SPECIFICATIONS AND THEIR DRAWINGS.  CONTRACTOR IS RESPONSIBLE FOR OBTAINING CURRENT DRAWINGS. CABLE T.V. ALL CONSTRUCTION TO CONFORM TO SHAW CABLE T.V. SPECIFICATIONS AND THEIR DRAWINGS.  CONTRACTOR IS RESPONSIBLE FOR OBTAINING CURRENT DRAWINGS. GAS CARRIER PIPE IS REQUIRED AT ALL ROAD CROSSINGS TO FACILITATE GAS MAIN INSTALLATION. SEE GAS DESIGN DRAWINGS FOR INSTALLATION INSTRUCTIONS. 
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